PROPOSED T-GRID REMOTE DRIVER BOX INSTALLATION INSTRUCTIONS

— 11.03 -—
REMOTE DRIVER BOX CAN BE B o
MOUNTED TO ANY STRUCTURE ABOVE REMOTE DRIVER BOX - 10.28 -
DROP DOWN CEILING (SUPPLIED BY ACUITY BRANDS)
g D
MOUNT REMOTE DRIVER BOX TO CONDUIT AND CONNECTIONS 31 ‘
T-GRID BRACKET USING 1/4" HARDWARE SUPPLIED BY ELECTRICAL CONTRACTOR } L H oclis
(SUPPLIED BY ELECTRICAL CONTRACTOR) T :
LOW VOLTAGE WIRES TO J-BOX o o
(SUPPLIED BY ELECTRICAL CONTRACTOR)
INCOMING BUILDING POWER | T-GRID BOX HANGER
BRACKET SUPPLIED BY
ELECTRICAL CONTRACTOR 4
ROPOSED MOUNTING METHOD) 2.36 S S
EXISTING CEILING TILE *

EXISTING T-GRID
DROP DOWN CEILING

REMOTE 50W DRIVER BOX

(2FT SQ. SHOWN)

14.03 -

ELECTRICAL J-BOX SUPPLIED -
BY ELECTRICAL CONTRACTOR

13.28 -

FOR LOW VOLTAGE CONNECTIONS ]

3

*1

MOUNTING ASSEMBLY (SUPPLIED BY ACUITY BRANDS)
SEE MOUNTING INSTALLATION INSTRUCTIONS

(F7 MOUNTING SHOWN)

MAX REMOTE DRIVER DISTANCE FROM FIXTURE

AWG 20 - 12.5m/41ft 2.26
AWG 19 - 16.5m/54ft N

O O

| AWG 18 - 20.5m/67ft
s> AWG 17 - 26.5m/87ft
AWG 16 - 34.5m/113ft

EXPLODED VIEW
DESCRIPTION:

PART #:
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INSTALLED VIEW il il cassio METHOD:
TOLERANCE UNLESS OTHERWISE SPECIFIED
X+ XX + XXX +

REMOTE 100W DRIVER BOX
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